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Malleable iron conduit

| ~"clomps @ 1.5 m (5 Intervals
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8 m (257 Class 5 service pole
full length treated

3-#10 XLP cables in 18 )
galvanized steel conduit
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Cast bronze clamp

16 mm x 2.4 m (34'x 8-0')

Copperciad ground rod
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8 Bore copper wire

| 300 to 450

12 to 18)

SERVICE POLE

NOTE: Flashing Beacon components
shall be installed per standaord 880001,

15 amp circuit breaker.

2 Pole, 3 wire, 30A, disconnect

switch, NEMA 3R, fused 30A.

Fabricated aluminum cabinet minimum 24°nh.x16”w.x12"d.
Aluminum door with standord trafflc signal
lock and key ond 400x250x13 (22'x14%x 1/2 ™)

mounting board.

Flasher Module

Photocell w/integral
surge aqrrester
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| A, 30A., 2 pole bronch c.b.
| Bg A, 20A., 2 pole bronch c.b.
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PHOTOCELL RELAY/FLASHER CONTROLLER

GENERAL NOTES

ALL EQUIPMENT SHALL BE U.L. LISTED.

ALL DIMENSIONS ARE IN MILLIMETERS UNLESS
OTHERWISE SHOWN.
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